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Abstract—Simulations and field tests indicate that unacceptable
motor-terminal overvoltages and waveform shapes can occur in
the normal operating range with high-output-voltage multilevel
drive systems. These waveforms (if unattended) can result in
premature motor insulation failures. A case study of an 11-kV
multilevel system is presented. Simulations and calculations con-
firm the theory of resonance overvoltages. Different solution pos-
sibilities are analyzed. Further simulations and investigations are
performed to determine the optimal carrier frequency. Test results
confirm that the proposed modification has the desired effect,
with waveforms well within limits stipulated by international stan-
dards. Simplified equations and recommendations are provided
to determine suitable application solutions. Further simulated
resonance case studies are presented, considering the effect of
the system configurations, motor size, and cable length. Suitable
carrier-frequency selection methods are presented to solve the
problem.
Index Terms—AC motor drives, equivalent circuits, harmonic
analysis, load modeling, medium voltage (MV), overvoltage pro-
tection, resonance, rotating machine testing.
I. INTRODUCTION
THE NUMBER and popularity of medium-voltage (MV)large multilevel adjustable-speed systems are rapidly in-
creasing [1]–[3]. The advantages and application possibilities
of the voltage-source-inverter (VSI) cascaded H-bridge topol-
ogy are described in [1]–[6]. There has been a strong demand
to build inverters at higher voltage levels (11–16 kV) [2]. Most
commercially available related current-source-inverter (CSI)-
and VSI-based drives have, until 2004, only been available
for application voltages up to 7.2 kV [1]. The VSI multilevel
cascaded H-bridge (VSI-ML-H) technology, suitable for induc-
tion and synchronous motor applications, now exists at high
power ratings (e.g., > 15 MW) and voltage levels but with
very limited actual site application and operational experience.
It has been shown that VSI-ML-H drives (at lower voltages)
can be very reliable but that the failure of electrolytic capacitors
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has resulted in drive trips before five years [7]. Film capacitors
instead of electrolytic capacitors have been introduced in the dc
bus of insulated-gate-bipolar-transistor (IGBT)-based inverters
with an expected improvement in overall drive reliability. High-
voltage IGBTs are now used for high-power applications to
minimize overall component counts but are associated with
fewer and/or larger voltage steps when compared to the appli-
cation of low-voltage IGBTs. Major industrial plants often have
large existing motors at voltages ≥ 11-kV level that may now
benefit from the introduction of adjustable speed drives (ASDs)
(e.g., for energy savings or process control) [8]. It is, however,
important to investigate the possibility of potential overvoltages
associated with the larger/fewer voltage steps.
This paper describes the output-voltage experience of the
first 11-kV VSI-ML-H drive for multiple standard insulation
synchronous motors at a major chemical and process plant.
Specific attention is given to potential reflective-wave and
resonance-induced overvoltage interactions between the drive
and motor, which can be potentially damaging. The VSI-ML-H
topology was selected for the application with 11-kV output-
voltage capability even when one cell has failed. The selected
topology has become popular for critical process industries ben-
efiting from fault-tolerant operation and survivability advan-
tages [8]. It must however be ensured that system availability,
lifetime, and hazardous area requirements are not compromised
due to insulation damage associated with inverter-induced over-
voltages. Motor insulation requirements associated with MV
ASDs are well documented in the literature and the recently
published IEC 60034-18-42 standard [9], [10]. The standard
(and literature) focuses, however, on the expected waveforms at
the motor terminals, considering cable effects, MV pulsewidth-
modulation (PWM) waveforms, and the reflective-wave phe-
nomenon. It has been stated that the switching surges associated
with VSI-ML-H systems are not likely to contribute to motor
insulation problems due to the relatively small steps in voltage
[12]. This was however based on low-voltage IGBT cells.
Resonance overvoltages (not specifically addressed in IEC
60034-18-42) have been reported in literature for certain ap-
plications associated with significant voltage steps/surges. Ref-
erences [13] and [15] show that unacceptable motor-terminal
resonance overvoltages can occur with a lower voltage two-
level inverter with a step-up transformer feeding an MV motor
with a long cable distance. A filter [13] or alternative modula-
tion strategy [15] was required to rectify the problem. Circuit
breaker switching transients can excite resonance overvoltages
at captive transformer-fed motors [16]. In CSI PWM systems,
resonance can occur due to the inverter output capacitance and
motor impedance, excited by drive harmonics. Typical solutions
0093-9994/$25.00 © 2009 IEEE
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Fig. 1. Single-line diagram and test point locations (cable lengths and param-
eters are given in Table I).
include correct sizing of the capacitor and/or selective harmonic
elimination [1].
This paper describes on-site measurements and simulations
investigating the possibility of unacceptable overvoltages. The
application configuration of the system is described in [8]
and [11]. A synchronization, desynchronization, and process
control scheme is applied to improve process availability (to
synchronize the adjustable-speed-driven motor before certain
drive trip conditions) and also to facilitate soft starting of other
motors. A synchronization reactor is applied in applications
with smooth make-before-brake transfers to limit the current
during synchronization. This is also referred to as a bypass
configuration. Further explanation for bypass configurations
and current limitation during synchronization is described in
[3], [11], and [14]. It is important to evaluate the effect of the
rather uncommon synchronization reactor (normally not used
with ASDs without a bypass configuration).
II. INITIAL TESTS AND ASSESSMENT
Tests were done to determine the maximum voltage, wave-
form shape, and maximum du/dt values at the motor terminals.
Similar tests were performed before and after the synchroniza-
tion reactor to determine the effect of the reactor and cables.
Figs. 1–3 show the details of the test setup. Wideband voltage
dividers with a high-voltage withstand capability were used in
conjunction with a wideband oscilloscope. A capacitive voltage
divider was selected due to its compactness and availability. The
specifications for the test equipment are given in the Appendix.
Additional tests were conducted by an independent consultant
with a resistive divider circuit, with similar results.
Measurements were taken at 400, 800, 1200, and 1500 r/min
(four-pole motor). The worst voltage peak-to-peak values and
peak-to-earth values were recorded at 1200 r/min at the motor
terminals. Furthermore, the system is designed for continuous
operation between 1200 and 1500 r/min. The results are there-
fore only shown for 1200 r/min in Fig. 4. The waveforms are
displaced with respect to each other on the time axis for clarity.
Fig. 2. Test setup at the motor terminals.
Fig. 3. Connection diagram of test setup (capacitive divider).
Fig. 4. Overview of voltage phase-to-earth waveforms at 40 Hz (1200 r/min;
R: resistive divider; C: capacitive divider).
The figure shows phase-to-earth voltage values for the reactor
input, reactor output, motor terminals (from capacitor divider
tests), and motor terminals (from resistive divider tests). The
surge counter at the motor terminals did not record any pulses
with rise times below 1.5 μs (maximum rise time detectable by
the pulse counter), confirming the filtering effect of the reactor.
A. High-Frequency Traveling Waves
The worst case du/dt values were recorded at the input of
the reactor. Fig. 5 shows a higher resolution waveform, and
the characteristic traveling-wave phenomenon is clearly visible.
An even higher sampling rate is required to determine the
du/dt rates as shown in Fig. 6. The recording is shown at
nominal speed so that the maximum peak voltage at the input
of the reactor is also shown. The traveling-wave phenomenon
theory, simulations, and test results are well documented in the
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Fig. 5. Voltage phase-to-earth waveform at the input of the reactor (TP1,
1200 r/min, higher sampling rate).
Fig. 6. Voltage phase-to-earth pulse waveforms (TP1, 1500 r/min, maximum
sampling rate) at the input of the reactor (11-kV system) and at motor terminals
(6.6-kV system without reactor).
literature (see, e.g., [13], [16], [19], and [20]). In accordance
with the theory, high-frequency traveling waves can be expected
at the input of the reactor or at the motor terminals in the case
of systems without reactors as shown in Fig. 6. The reactor and
motor have highly inductive characteristics resulting in large
load impedances and a reflection coefficient of approximately
1. Pulses in the multilevel steps can therefore be expected to
double in initial amplitude, i.e., double the cell dc bus voltage
as shown in Fig. 6.
The maximum allowable step value as per IEC 61800-4 (for
interturn insulation) with rise times below 1 μs is 3 kV. The
rise time, du/dt, and amplitude definitions in IEC 68000-4
are followed. The recordings at the reactor input show a
maximum value of approximately 3.85 kV with rise times
below 1 μs (Fig. 6). Furthermore, according to IEC 61800-4
[17], a normal motor should be able to handle a maximum
phase-to-earth voltage (main insulation) of 0.9× Uins (rated
insulation voltage), i.e., 0.9× 11.55 kV = 10.4 kV, whereas a
maximum value of 11.33 kV was recorded. Similar waveforms
at the motor terminals for a system without a reactor may
be expected, i.e., for a standard/old/existing motor insulation
system interturn, withstand capability may have been a concern
(in accordance with IEC 61800-4). IEC 60034-18-42 provides
qualification procedures for new motors, and the recorded
waveforms (without a reactor) can easily be managed. Motors
fed from lower voltage VSI-ML-H drives (e.g., 6.6 kV) present
a smaller concern due to the smaller voltage steps as shown
Fig. 7. Example of voltage phase-to-earth waveforms (TP3, 1200 r/min) at
the motor terminals.
in Fig. 6. The figure also shows that the oscillation frequency
for the 6.6-kV application with longer cable length is lower
since the oscillation frequency reduces with an increase in
cable length [19]. Longer cable lengths for higher voltage
applications may therefore also present less severe cases due to
a lower oscillation frequency and associated lower du/dt rates.
The recorded values are, however, well within the capability
of a custom-designed reactor with special insulation (withstand
capability of du/dt = 15 kV/μs and a winding breakdown
voltage of 17 kV rms across the winding).
B. Maximum Peak Values at Motor
A far greater concern is the waveform shape and peak values
recorded at the motor terminals as shown in Fig. 4 and with
higher resolution in Fig. 7. The measurements show that the
phase-to-earth levels in terms of IEC 61800-4 are exceeded,
which can lead to premature motor failure since the motors do
not have increased voltage withstand capability. The qualifying
procedures in IEC 60034-18-42 do not specifically address
resonance conditions for standard motors. The motor manufac-
turer has confirmed that the waveforms are unacceptable. Pulse
evaluation curves shown in [18] confirm that accelerated aging
can be expected based on the measured waveforms. This paper
therefore focuses on this applicable overvoltage phenomenon
(which does not represent the characteristic travelling waves).
III. MODELING, SIMULATION, EXPLANATION,
AND SOLUTIONS
A. Inverter Modeling
The inverter topology is shown in Fig. 8 (the rated voltage for
each cell is 1375 V, with a cell dc bus voltage of 1856 V—this
voltage is normally slightly larger due to a slightly higher
than rated incoming bus voltage). The modulation principle
and further details are described in [1] and [5]. The phase-
shifted multicarrier modulation is modeled as outlined in [1].
The simulation results for the output-voltage waveform and
associated fast Fourier transform (FFT) analysis are shown
in Fig. 9.
The effective inverter frequency is given by [1]
fsw,inv = 2 ·H · fc. (1)
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Fig. 8. Multilevel cascaded H-bridge inverter topology to obtain 11-kV
(phase-to-phase) output voltage.
Fig. 9. Simulated inverter output phase-to-neutral voltage (modulating/
fundamental frequency fm = 40 Hz, fc = 404.5 Hz, modulation index
ma = 0.8).
Fig. 10. Load simulation diagram.
The number of cells per phase (H) is five, and the switching/
carrier frequency for each cell (fc) is 404.5 Hz (default), result-
ing in effective inverter frequency (fsw,inv) of 4.05 kHz. The
effective inverter frequency is also reflected in the frequency
spectrum (FFT) in Fig. 9. The inverter is classified as an
11(2H + 1) level inverter.
B. Load Modeling
The load was initially comprehensively modeled, including
multiple π section transmission lines representing each cable
(assuming five sections per cable). The three-phase simula-
tion diagram is shown in Fig. 10, with parameter values in
accordance with the Appendix. This cable distributed parame-
ter model approach is valuable to capture the high-frequency
overvoltage effects (e.g., at the input of the reactor or at the
motor for systems without a reactor). The focus of this paper
is, however, on the overvoltages at the motor terminals with
the presence of a reactor. Model simplification is investigated
for more effective analysis. The reactor and cables between the
converter and motor function as a low-pass filter.
The approximate resonant frequency of the reactor and total
cable capacitance between the reactor and motor (CTC) is used
as a first approximation to determine resonant frequency
fo =
1
2 · π · √LREACTOR · CTC
. (2)
The resonant frequency (fo) is calculated as 3.12 kHz using
the data in the Appendix. An approximation of the maximum
frequency that can be represented by a single π model for the
longest cable (a cable from CG 4) is given by [21]
fmπ =
1
8 · √Luc · Cuc
(3)
where Luc is the inductance per unit length (H/m) and Cuc
is the capacitance per unit length (F/m) of one of the cables
from CG4 (refer to the Appendix). This frequency (fmπ) is
calculated as 19.5 kHz and is well above the effective pass
band of the reactor filter since fmπ  fo, and therefore, there
is no need to model the cables downstream of the reactor as
transmission lines with multiple π sections. Furthermore, the
reactor input frequency/ringing is typically on the order of
several hundred kilohertz (measured from TP1 and shown in
Fig. 7), and overvoltages due to the transmission line effect can
be neglected downstream of the reactor due to the filter effect
described earlier. An equivalent lumped load circuit model can
therefore be used since the series inductance is large enough.
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Fig. 11. Single-phase equivalent circuit of the load components.
Fig. 12. Magnitude frequency response for H(jω).
The simulation model was therefore accordingly simplified, and
it was verified that identical results are obtained.
The model can further be simplified into a single-phase
equivalent circuit, as shown in Fig. 11, for the purposes of
determining the basic voltage transfer function. The values of
the circuit parameters are given in the Appendix.
The associated transfer function is given by the following
equation, with VM and VIN shown in Fig. 11 and the Bode





In [15], it is stated that the motor impedance does not have a
significant influence for a VSI system in terms of the voltage
transfer function (with a very long cable). In [13], a basic
motor model (represented by a resistor, reactance, and EMF)
with a two-level inverter and a step-up transformer was used,
and a resonance effect was however described. In [15], the
effect of frequency variation has been incorporated in the cable
parameters (L and R) using finite element analysis. The cable
length was, however, very long (30 km). A shorter cable of
800 m was purely represented by a capacitance in [13]. In
this case, the cable length is even shorter (550 m CG4 but
with the same order of magnitude capacitance value), and the
effect of frequency variation on cable parameter values was
therefore not included for the initial evaluation. Furthermore,
cable capacitance has a more significant influence on the results
than resistance. It has also been shown in [22] and [23] that
capacitance typically does not have a significant variation with
frequency around the resonant frequency range.
If cable parameter variation with frequency is not considered,
a pessimistic result in terms of the voltage transfer function
Fig. 13. Simplified single-phase equivalent circuit to determine resonant
frequency.
magnitude occurs (i.e., larger values are obtained) [15]. Ne-
glecting the variation does not have a major impact in the reso-
nant frequency. It has been shown in [16] that, for frequencies
in the kilohertz range, it is important to include motor winding
capacitance (phase to earth) and has therefore been included.
It will be beneficial to determine the resonance frequency
for various case studies (e.g., cable lengths). The resonance
frequency is the frequency where |H(jω)| reaches a peak. The
equation for |H(jω)| is, however, not simple and not given in
this paper, and a further simplification is more practical. Ne-
glecting resistances, the equivalent circuit can be approximated
as shown in Fig. 13 (the supply voltage and total inductance are
represented as a Thevenin equivalent current source).
The internal EMF of the motor can be neglected since the
resonance voltage is far larger than the motor internal EMF.
The parallel resonant frequency can now be expressed from the
simplified circuit as
fr ≈ 1





· (CTC + CM )
. (5)
The approximation results in a resonant frequency of fr =
4.19 kHz and agrees very well with the resonance frequency
from the transfer function shown in Fig. 12. This is also
consistent with the results from the comprehensive three-phase
simulation model.
C. System Modeling, Explanation, and Results
Fig. 9 shows drive harmonics at and around the calculated
system resonance frequency (4.2 kHz), which can excite over-
voltages. Contributing factors are the drive output waveforms,
reactor, cable, and motor characteristics (inductances and ca-
pacitances). The reactor inductance and high capacitance of the
long single-core parallel cables have a major influence on the
system resonance frequency. A simulation has been performed
to illustrate the resonance phenomenon by using the inverter
model output as input to the load model. Internal drive switch-
ing transient effects associated with the individual IGBTs have
not been included (assumed ideal switching characteristic).
Fig. 14 shows simulated results with waveform shapes, which
agree well with those of the measured results (Fig. 4).
The test and simulation results are best analyzed in the
frequency domain. An FFT conversion has been performed on
the measured data to obtain a frequency-domain representation.
The same FFT conversion process has been performed on the
time-domain simulation results (shown in Fig. 14) for addi-
tional verification. The results are shown in Fig. 15.
Good correlation between the simulated and test results
is achieved since the amplitudes and frequencies are similar.
The amplification of inverter harmonics around the calculated
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Fig. 14. Simulated motor phase-to-earth voltage (fm = 40 Hz, fc =
404.5 Hz, ma = 0.8).
Fig. 15. FFT test and simulation results of motor phase-to-earth voltage
(fm = 40 Hz, fc = 404.5 Hz, ma = 0.8).
resonant frequency (from the transfer function/simplified equa-
tion) is clearly visible when compared to Fig. 9. It is ac-
knowledged that the inverter output phase-to-neutral waveform
differs slightly in appearance from the inverter phase-to-earth
waveform, but the harmonics are still present at the same
frequency bands and the cleaner phase-to-neutral waveform
is still suitable for the comparison. Fig. 15 also shows that
the resonance condition and approximate resonance frequency
can easily be determined from test results and knowledge of
the inverter output spectrum. The condition is applicable when
the test results in the frequency spectrum are significantly
larger than that in the inverter output spectrum. The resonant
frequency is where the effect of amplification is most severe.
D. Solution and Simulation Results
More suitable carrier frequencies, modulation strategies, and
a possible filter are solutions that can be considered. Alternative
modulation strategies addressing selective harmonic elimina-
tion [24] can be investigated. A simple RC filter can be used
on the output of the reactor. The carrier-frequency change
is the most simplistic solution requiring minimum changes
Fig. 16. Simulated motor phase-to-earth voltage (fm = 40 Hz, fc = 800 Hz,
ma = 0.8).
(hardware/software) and will therefore further be considered.
The effective inverter switching frequency with a carrier fre-
quency of 404.5 Hz (default) is 4.05 kHz as previously dis-
cussed, with sidebands on the harmonic spectrum around this
frequency (other similar lower amplitude sidebands occur at
higher multiples of this frequency). In order to avoid the exci-
tation of resonances, the effective inverter frequency should not
be close to the system resonant frequency, i.e., it should be at
around 2 kHz (or below) or preferably higher than 5 kHz where
there is no amplitude amplification in accordance with the
transfer function (refer to Fig. 12). The higher frequency option
is preferred since higher frequency multiple sidebands would
then also be above the resonant frequency. A significantly
higher carrier frequency is also preferred due to a reduction in
the harmonic distortion in the inverter output waveform, which
assists in improving the waveform at the motor terminals. An
effective inverter frequency of 8 kHz (fc = 800 Hz) was there-
fore selected. Fig. 16 shows the simulation results with near-
sinusoidal waveforms. There is still some simulated resonance
at the calculated system resonant frequency, but the magnitude
is very small since the exciting harmonics are now extremely
small. The manufacturer has confirmed that no inverter derating
is required at the higher frequency and that 800 Hz is also
suitable in terms of the processor capability.
IV. FURTHER TEST RESULTS AND EVALUATION
The process conditions did not allow shutdown of the motor
for connection and removal of test equipment at the motor
terminals after the carrier-frequency change has been made.
Tests were therefore only possible at the output of the reactor
(with the synchronization concept [8], test equipment can be
connected at the output of the reactor in the synchronized mode,
the tests are performed in the desynchronized mode, and the
equipment is again removed in the synchronized mode). The
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Fig. 17. FFT voltage recordings from field tests before and after the carrier-
frequency change.
previous measurements (Fig. 4) indicate that the waveforms
at the output of the reactor and at the motor terminals are
very similar, as expected. The test results therefore provide
an acceptable indication of the effectiveness of the proposed
modification, and tests at the motor terminals were not deemed
necessary. Fig. 17 shows the measured results which confirm
the expected near-sinusoidal waveforms predicted by the simu-
lated results (Fig. 16). Further measured results are also shown
at various frequencies, before the carrier-frequency change has
been made to show that the resonance phenomenon occurs
similarly at different motor frequencies/speeds.
Further simulations were performed by the drive manufac-
turer by including the effects of high frequency in the reactor
and cables (considering the skin effect, by using finite element
analysis) with similar simulation results. The high-frequency
effects result in a 25% (3.9-kHz) higher frequency that was
calculated initially with (2) mainly due to the reduction in the
reactance and capacitance values. The inclusion of the motor
parameters also has a significant and additional contribution
in the increase in resonant frequency as per (5). The high-
frequency cable and reactor parameters result in an approximate
14% overall increase in the resonance frequency (including the
motor) for this case study (i.e., 4.77 kHz). Fig. 17 shows that the
simulation resulted in adequate accuracy, confirming the theory
in the previous section. The effect on the calculated resonance
frequency by not including high-frequency effects or all param-
eters is shown in Fig. 17. Even with all parameters and effects
included, the approximate resonance frequency remains far
off the effective inverter frequency (with the proposed carrier
frequency). It can be concluded that the exact high-frequency
parameter values are not that important (consistent with the the-
ory in the previous section), particularly if the effective inverter
frequency is selected far away the resonance and well above
the frequency where no amplitude amplification occurs in ac-
cordance with the transfer function. The simulation model and
resonance calculation can therefore be used to analyze the res-
onance effect with further case studies for illustrative purposes.
V. FURTHER RESONANCE ANALYSIS AND CASE STUDIES
A. Maximum Overvoltages for the Site Case Study
The worst case condition is estimated by the simulation in
Fig. 18 where the cell carrier frequency has been increased to
Fig. 18. Simulated motor phase-to-earth voltage (fm = 40 Hz, fc = 420 Hz,
ma = 0.8).
420 Hz to obtain an effective inverter frequency of 4.2 kHz
at the system resonance frequency. Fig. 18 shows severe peak
phase-to-earth voltages of approximately 20 kV, which could
have been expected, i.e., almost two times the maximum volt-
age stipulated by IEC 61800-4 for normal motors.
B. Effect of Cable Length, Reactor, and Motor
Equation (5) can effectively be used to estimate the effect
of cable length with and without the reactor. The parameters
for the cables, motor, and reactor are given in Table I. Total
cable capacitance, inductance, and resistance are calculated on
the same basis as was done in Table II. It is assumed that the
cable size/quantity does not increase with length to compensate
for increased voltage drop. This may only be applicable for
extremely long cables since a large derating factor for the cables
has been applied associated with the ampacity calculations. The
results are shown in Fig. 19. The figure shows that with the de-
fault carrier frequency, resonance would have occurred with the
case study motor (17 MW) at the effective inverter frequency
(4 kHz) when the cable length is 600 m. An associated simula-
tion has been performed, with results shown in Fig. 20.
Similarly to the results in Fig. 18, overvoltages reach ap-
proximately two times the maximum allowed by IEC 61800-4.
Fig. 19 also shows resonance that can occur with short cable
lengths, e.g., with the parameters and simulation results shown
in Fig. 21. It can be observed that the resonance condition is
more severe since less damping is applicable due to the lower
resistance with the shorter cable.
Fig. 19 shows that resonance without a reactor is only likely
at significantly longer cable distances, e.g., several kilometers
(approximately 3 km in the case study with the default carrier
frequency). Resonance with smaller motors (without a reac-
tor) is even less likely (Fig. 19). Very long cable distances
are required to create a potential resonance condition in this
case. Furthermore, potential resonance also decreases with
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TABLE I
CABLE, MOTOR, AND REACTOR PARAMETERS
TABLE II
CABLE DATA AND CALCULATIONS
Fig. 19. Effect of cable length, motor rating, and reactor on the resonance frequency.
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Fig. 20. Simulated motor phase-to-earth voltage (fm = 40 Hz, fc =
404.5 Hz, ma = 0.8, l = 600 m).
Fig. 21. Simulated motor phase-to-earth voltage (fm = 40 Hz, fc = 712 Hz,
ma = 0.8, l = 50 m).
smaller motors with reactors since it is more likely for the
system resonance frequency to be below the effective inverter
frequency, particularly for longer cable lengths. VSI-ML-H
systems have traditionally been used more commonly for lower
power motors, shorter cable lengths, and smaller excitation
voltages (due to the smaller voltage steps with lower voltage
systems), making the possibility of resonance extremely rare,
and this is possibly why the phenomenon has not been widely
published. Large motor systems with reactors are far more
likely to suffer from resonance conditions, since with typical
cable lengths, the system resonance frequency is likely to be
close to or in the region of the effective inverter frequency.
Fig. 22. Simulated inverter phase-to-neutral voltage spectrum band around
the effective inverter frequency (fm = 40 Hz, fc = 712 Hz, ma = 0.8).
Fig. 23. Carrier-frequency selection.
C. Carrier-Frequency Considerations
Several options can be considered to eliminate resonance
conditions, with the carrier-frequency change options as
the preferred solution as previously discussed. Furthermore,
carrier-frequency change methods are evaluated. In Method 1,
the effective inverter frequency and its harmonic band (Fig. 22
shows a zoomed-in example of the lower harmonic band) are
selected below the resonant frequency while ensuring that the
higher order harmonic bands are above the resonant frequency.
This is shown in Fig. 23, and the bold arrows represent the
harmonic bands (based on the inverter modeling—Fig. 4). The
benefit of this method is that the effective inverter frequency is
low and therefore benefits from overall lower inverter losses.
This method is more applicable for short cable lengths due
to higher resonance frequencies. Fig. 24 shows a simulation
example with acceptable results by using Method 1 (note the
potential improvement compared to Fig. 21).
In the case of longer cable lengths (large motors), the ef-
fective inverter frequency band is typically in the range of
the resonance frequency, and it is necessary to increase the
inverter frequency to ensure that the band is above the reso-
nance frequency (Method 2 shown in Fig. 22). The higher order
harmonic bands are then also above the resonant frequency.
This method can also be used for very long cable distances (e.g.,
3000 m) without a reactor. Method 2 can be used in most cases
if the higher carrier frequency is acceptable (considering that
for short cable distances, it implies a high carrier frequency).
It has been shown in [25] that the VSI-ML-H topology is
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Fig. 24. Simulated motor phase-to-earth voltage (fm = 40 Hz, fc = 500 Hz,
ma = 0.8, l = 50 m).
superior to other VSI topologies regarding the maximum carrier
frequency and associated losses. Significantly higher carrier
frequencies can be realized than shown in the actual case study
but with an associated increase in converter losses with typical
losses shown in [25]. In most cases with a reactor and long cable
distances, Method 2 should be considered since a very high
carrier frequency should not be required. In most cases without
a reactor with typical cable lengths (e.g., below 1000 m),
it should not be necessary to increase the carrier frequency (see
Fig. 19).
Fig. 23 was used as an example showing the general pro-
posed approach. The actual selection of the inverter frequency
should however be done on a case-by-case evaluation for the
specific application. The approach in Fig. 23 can also be used
when other methods are available, e.g., to determine the har-
monics in the resonance area to be eliminated or to be reduced
with selective harmonic elimination [24]. In the case of some
current source converter topologies, e.g., the load commutated
inverter topology, a carrier-frequency change is not applicable
and a suitable filter (e.g., RC filter) will have to be added to
reduce the excitation of resonances. The removal of the reactor
is another alternative if break-before-make transfers can be
accommodated.
VI. CONCLUSION AND RECOMMENDATIONS
Field test results show that unacceptable overvoltage effects
can occur in MV (11–16-kV) multilevel drive systems, ulti-
mately leading to premature motor failure and associated pro-
duction losses. Motor voltages associated with high-frequency
traveling waves may be a concern in some cases with larger
voltage steps associated with higher voltage output drives (in
systems without a synchronization reactor). Resonance over-
voltages can be far more severe than traveling-wave overvolt-
ages. Surge counter test equipment used to detect overvoltage
problems is not effective to detect resonance overvoltage condi-
tions. It is therefore recommended to perform oscilloscope tests
as well. Simulation and subsequent test results show that the
resonance effects can be minimized with the implementation of
an optimal carrier frequency. The effect of model complexity
and parameter variation with frequency has been investigated,
showing simplification opportunities. A simplified model was
therefore developed to show potential worst case resonance
scenarios. A simplified calculation method was developed,
which can be used to conveniently determine suitable carrier
frequencies to avoid resonance. Overvoltages associated with
smaller motor lower voltage VSI-ML-H drive applications
(e.g., 6.6 kV) are unlikely to be associated with unacceptable
traveling-wave or resonance overvoltages. It has been shown
that potential resonance becomes more likely with larger drive
systems with reactors.
High-power applications are becoming more in demand and
are mostly process critical, and a bypass configuration is often
advised. Multiple motor applications are often encountered. A
synchronization reactor is typically used in these systems, and
the overvoltage problem can effectively be addressed by the
selection of the correct carrier frequency to avoid resonances.
The reactor also eliminates the possibility of travelling-wave
overvoltages at the motor terminals. Existing and new motors
with a high rated voltage and with normal insulation can now
therefore benefit from large ASD technology.
Break-before-make transfers (no reactor required) or selec-
tive harmonic elimination can be considered as an alternative to
the carrier-frequency change method in applications requiring
an unacceptably high carrier frequency (where increased con-
verter losses cannot be accommodated).
APPENDIX
The manufacturer specifications for the capacitor divider
sensor are as follows:
bandwidth 6 Hz–8 MHz;
rated voltage 16 kV;
hi-pot voltage ratings 33 kV ac rms, 150 kV dc, 150 kV
impulse;
capacitance values 80 pF (C1) and 20 nF (C2);
divider ratio 251 (C1 + C2)/C1.
A correction factor of 1.1 was applied to match the re-
sults from the pretested resistive divider circuit, representing a
conservative approach. The manufacturer specifications for the
recording equipment are as follows:
oscilloscope 500 MHz;
surge counter Pulses with rise times ≤ 1.5 μs.
The simulation parameters are as follows.
1) The XLPE cable data and calculations for the total equiv-
alent parameters are given in Table I.
2) The reactor value used is LREACTOR = 0.0024 H (reac-
tor resistance is neglected).
3) The 17-MW motor parameters used are as follows: LM =
0.0018 H, RM = 0.02 Ω, and CM = 3.02 ∗ 10−7 F
(phase to earth). The CM value is from a manufacturer
for the approximate machine size; this value is not as
important since the total cable capacitance is significantly
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larger. The neutral-to-earth capacitance value has been
assumed to be the same, which has a negligible effect on
the simulation results.
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